
Building Exterior Bldg 220 Roofs - Missing/Damaged Components from Downspout/Gutter L1 0.1
Unit 60C Bldg 220 Bathroom - Cabinets - Damaged/Missing L1 0.08
Unit 60C Bldg 220 Doors - Damaged Hardware/Locks L3 0.18
Unit 60C Bldg 220 Windows - Inoperable/Not Lockable L3 0.18
Building Exterior Bldg 217 Roofs - Missing/Damaged Components from Downspout/Gutter L1 0.09
Building Exterior Bldg 217 Windows - Damaged/Missing Screens L1 <0.05
Unit 60C Bldg 217 Bathroom - Cabinets - Damaged/Missing L1 0.08
Unit 60C Bldg 217 Doors - Damaged Hardware/Locks L3 0.17
Unit 60C Bldg 217 Doors - Damaged Surface (Holes/Paint/Rusting) L3 0.17
Unit 60C Bldg 217 Windows - Inoperable/Not Lockable L3 0.17
Building Exterior Bldg 223 Roofs - Missing/Damaged Components from Downspout/Gutter L1 <0.05
Building Exterior Bldg 223 Walls - Missing Pieces/Holes/Spalling L2 <0.05
Building Exterior Bldg 226 Foundations - Cracks/Gaps L2 0.4
Building Exterior Bldg 226 Roofs - Damaged Soffits/Fascia L1 0.12
Building Exterior Bldg 226 Roofs - Missing/Damaged Components from Downspout/Gutter L1 0.09
Building Exterior Bldg 226 Walls - Missing Pieces/Holes/Spalling L2 0.19
Unit 20A Bldg 226 Bathroom - Water Closet - Damaged/Clogged/Missing L3 1.29
Unit 20A Bldg 226 Ceiling - Needs Paint L2 <0.05
Unit 20A Bldg 226 Doors - Damaged Frames/Thresholds/Lintels/Trim (NLT) L3 0.1
Unit 20A Bldg 226 Walls - Damaged L1 <0.05
Unit 20A Bldg 226 Walls - Needs Paint L2 <0.05
Unit 20D Bldg 226 Bathroom - Water Closet - Damaged/Clogged/Missing L2 0.64
Unit 20D Bldg 226 Smoke Detector - Missing Inoperable L3 <0.05
Building Exterior Bldg 257 Doors - Damaged Surface (Holes/Paint/Rusting) L1 <0.05
Building Exterior Bldg 257 Foundations - Cracks/Gaps L1 <0.05
Building Exterior Bldg 257 Roofs - Damaged Soffits/Fascia L1 <0.05
Building Exterior Bldg 257 Roofs - Missing/Damaged Components from Downspout/Gutter L3 <0.05
Building Exterior Bldg 257 Windows - Damaged/Sills/Frames/Lintels/Trim L2 <0.05
Building Exterior Bldg 257 Windows - Peeling/Needs Paint L1 <0.05
Common Areas Bldg 257- Garage Outlets/Switches - Missing/Broken Cover Plates L1 <0.05
Common Areas Bldg 257 Electrical - Missing Covers (LT) L3 0.12
Common Areas Bldg 257- Storage Outlets/Switches - Missing/Broken Cover Plates L3 0.06
Common Areas Bldg 257 Walls - Damaged L2 <0.05
Common Areas Bldg 257 Walls - Needs Paint L1 <0.05
Common Areas Bldg 257 Windows - Damaged Window Sill L1 <0.05


