
Building Exterior Bldg 229 Roofs - Missing/Damaged Components from Downspout/Gutter L1 <0.05
Building Exterior Bldg 229 Walls - Missing Pieces/Holes/Spalling L2 0.05
Building Exterior Bldg 232 Foundations - Cracks/Gaps L2 0.43
Building Exterior Bldg 232 Roofs - Damaged Soffits/Fascia L1 0.13
Building Exterior Bldg 232 Roofs - Missing/Damaged Components from Downspout/Gutter L1 0.1
Building Exterior Bldg 232 Walls - Missing Pieces/Holes/Spalling L2 0.21
Unit 20A Bldg 232 Bathroom - Water Closet - Damaged/Clogged/Missing L3 1.32
Unit 20A Bldg 232 Ceiling - Needs Paint L2 <0.05
Unit 20A Bldg 232 Walls - Damaged L1 <0.05
Unit 20A Bldg 232 Walls - Needs Paint L2 <0.05
Unit 20D Bldg 232 Bathroom - Water Closet - Damaged/Clogged/Missing L2 0.66
Unit 20D Bldg 232 Doors- Missing Door L1 0.1
Unit 20D Bldg 232 Smoke Detector - Missing Inoperable L3 <0.05
Unit 20D-H&S Bldg 232 Hazards - Tripping (NLT) L3
Building Exterior Bldg 261 Foundations - Cracks/Gaps L2 0.2
Building Exterior Bldg 261 Roofs - Missing/Damaged Components from Downspout/Gutter L1 <0.05
Building Exterior Bldg 261 Walls - Missing Pieces/Holes/Spalling L2 0.1
Unit 155H Bldg 261 Electrical - Missing Breakers (LT) L3 0.86
Unit 155H Bldg 261 Kitchen - Countertops - Missing/Damaged L1 0.08
Unit 155H Bldg 261 Kitchen - Range Hoods/Exhaust Fans- Excessive Grease/InoperableL3 0.32
Unit 155H Bldg 261 Kitchen - Refrigerator- Missing/Damaged/Inoperable L1 0.14
Unit 155H-H&S Bldg 261 Hazards - Other (NLT) L3
Building Exterior Bldg 261 Foundations - Cracks/Gaps L2 0.11
Building Exterior Bldg 261 Roofs - Missing/Damaged Components from Downspout/Gutter L1 <0.05
Building Exterior Bldg 261 Walls - Missing Pieces/Holes/Spalling L2 0.05
Unit 155H Bldg 261 Electrical - Missing Breakers (LT) L3 0.88
Unit 155H Bldg 261 Kitchen - Range Hoods/Exhaust Fans- Excessive Grease/Inoperable L3 0.33
Unit 155H Bldg 261 Kitchen - Refrigerator- Missing/Damaged/Inoperable L1 0.15
Unit 155H-H&S Bldg 261 Hazards - Other (NLT) L3
Building Exterior Bldg 266 Doors - Damaged Frames/Thresholds/Lintels/Trim (NLT) L1 <0.05
Building Exterior Bldg 266 Roofs - Damaged Vents L1 <0.05
Building Exterior Bldg 266 Roofs - Missing/Damaged Components from Downspout/Gutter L3 <0.05
Common Areas Bldg 266 Walls - Damaged L3 0.06
Building Exterior Bldg 266 Roofs - Damaged Soffits/Fascia L1 <0.05


